
LED Emergency Light
For High Bay Applications
Ordering Code: HBEM Series

SAFETY INSTRUCTIONS AND WARNINGS
WHEN USING ELECTRICAL EQUIPMENT, BASIC SAFETY PRECAUTIONS SHOULD ALWAYS BE OBSERVED

READ AND FOLLOW ALL SAFETY INSTRUCTIONS.
• Consult a qualified electrician to ensure correct branch circuit conductor.
• Consulter un électricien qualifié pour vous assurer queles conducteurs de la dérivation sont adéquats.
• This product must be installed in accordance with the applicable installation code by a person familiar with the construction 

and operation of the product and the hazards involved.
• Ce produit doit être installé selon le code d’installation pertinent, par une personne qui connaît bien le produit et son 

fonctionnement ainsi que les risques inhérents.
• Installation should only be conducted by a qualified electrician in accordance with NEC and any relevant local building codes.
• Risk of fire or electric shock. High Bay installation requires knowledge of fixture electrical systems. If not qualified, do not 

attempt installation. Contact a qualified electrician.
• Be certain electrical power is OFF before and during installation and maintenance.
• Fixture must be connected to a wiring system with an equipment–grounding conductor.
• Make sure the supply voltage is the same as the rated fixture voltage.
• To prevent wiring damage or abrasion, do not expose wiring to edges of sheet metal or sharp objects.
• No user serviceable parts inside of High Bay luminaires.
• Secure fixture  with safety cable.

WHAT COMES IN THE BOX
(1) LED Emergency Light
(1) Mounting hook
(1) 5’ Safety cable (attached to fixture)
(1) Installation instructions

TOOLS NEEDED
Wire Stripper
Wire Cutter



INSTALLATION  INSTRUCTIONS(Hook Suspension Mount)

EMERGENCY HIGH BAY LIGHT

RISK OF ELECTRIC SHOCK. READ INSTRUCTIONS CAREFULLY BEFORE ATTEMPTING TO INSTALL THIS LIGHT.  
DISCONNECT MAIN POWER AT FUSE OR CIRCUIT BREAKER BEFORE INSTALLING OR SERVICING THE FIXTURE.WARNING

①

WIRING DIAGRAM

POLE MOUNT

SUSPENSION MOUNT

① Pass the wires though the middle hole of the 
adapter. Twist the adapter into the fixture.
② Tighten the screw with screwdriver.
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① Pass the wires though the middle hole of the 
hook. Twist the hook into the fixture.
② Tighten the screw with screwdriver.

Suspension with chain or hook: Loosen the long 
screw, then lift up the fixture and attach it to the 
chain or hook. Then tighten the long screw in case of 
fixture falling.

A.  Wrap the safety rope onto the sturdy rail and 
buckle it with carabiner.
B.  Or fasten it to the sturdy object with carabiner.
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G1/2 to 
G3/4 adapter

① Pass the wires into the pole, then twist 
the pole to the adapter. Tighten the screw on 
the adapter in case of loosing.

② Wrap the safety rope onto the sturdy rail 
and buckle it with carabiner. Or fasten it to 
the sturdy object with carabiner.

G1/2 to G3/4 adapter

20mm diameter pole
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Figure A

SUSPENSION MOUNTING
1. The LED Emergency Light can be mechanically supported to hook, chain or cable (not included) 

by securing to the mounting hook (included) on top of fixture. See figure B.
2. Once fixture is supported, attach the included safety cable to a beam or structural support. 
3. Tighten the set screw to secure the hook to its base.

PENDANT MOUNTING
1. Leave the mounting hook off and screw 1/2” conduit directly into the fixture. See figure C.
2. Once fixture is supported, attach the included safety cable to a beam or structural support.
3. Tighten the set screw to secure the pipe to its base.

1. Open the junction box cover. See figure D. 
2. Determine input voltage of connecting circuit and make terminations to the corresponding 

voltage.  
Default voltage is 120-277V.

• Remove the transparent cover on the terminal block. 
• Connect the incoming mains voltage to the correct input voltage, then tighten to secure. 
• Reattach the cover on the terminal block. 

3. Connect the halves of the orange multi-pin battery connectors.
4. Close the junction box cover.
5. Once the voltage is set, connect input wire to AC branch circuits as noted in figure A. This should 

be in accordance with national and local codes.

Before beginning installation, turn off power at the circuit breaker.

When complete, restore power at the circuit breaker.

MOUNTING 

WIRING 

The LED Emergency Light can be suspension or pendant (1/2” NPT) mounted.
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NOTE:  For 240V without neutral, place Line 1 Hot to ‘N’ terminal and Line 2 Hot to ‘120-277V’ terminal.



OPERATION 

Figure B

Figure D

Figure C

• Once installed and powered on, the battery will begin to charge. The red indicator light will 
remain on until fully charged, which takes approximately 24 hours. 

• Once fully charged, the green indicator light will illuminate and remain on as long as the  
battery remains fully charged.

• If red and green lights flash alternately, a problem has been detected. Contact Litetronics  
for troubleshooting.

• In the event of a power failure, the fixture delivers 90 minutes of emergency light, during  
which the red light will flash on/off.

• Once normal power is restored, the fixture will remain illuminated for an  
additional five minutes while legacy HID lamps restrike. 

SUSPENSION MOUNTING 

VOLTAGE SELECTION 

PENDANT MOUNTING 

1. 480V

2. 347V

3. 120, 277V

4. N
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TESTING 

Automatic Self-testing
The fixture includes an automatic monthly self-testing function, which operates at 30-day intervals for  
5 minutes and 360-day intervals for 90 minutes. During testing, the red indicator light will remain on.

Using Optional Test Remote #TR01
Using the optional handheld Test Remote TR01,  
(sold separately), fixture may be manually  
tested as desired.

Please note: There is no test remote  
functionality within the first five minutes  
after normal power is restored.

Decrease output power for increased emergency light time
By default, the HBEM uses 30W and delivers 90 minutes of light in times of power loss. However, this can be 
adjusted to output 70% of full power (21W) for a total of 120 minutes. 

To adjust output, using the optional TR01 test remote, press and hold the ON/OFF button for 5 seconds. 
The green indicator light will flash and the change will be saved. Repeat this operation and the fixture will 
revert back to 100% load (30W) for 90 minutes. 
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The information and product specifications contained in these 
instructions are based upon data believed to be accurate at the time 
of printing. This information is subject to change without notice and 
without incurring liability. If you have questions regarding specific 
product details, please contact us at 800-860-3392 or via email at 
customerservice@litetronics.com.

To check for an updated version of these instructions,  
please visit www.litetronics.com.

WWW.LITETRONICS.COM  CustomerService@Litetronics.com or 1-800-860-3392

6969 W. 73rd Street
Bedford Park, IL 60638

Thank you for choosing


